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Sample T ce No- B H 

location:- W/s DAV PUBLIC SCHOOL RATIA 

Ype - Drinki and Date 18 o 

L b __ ng Water 
- 3-2024 

a Job Order No.- Pc 

-----

Date 
-

1996352 

Sample Received Date & Time:- 18-03-2024 
Collected By :- Sender himself 

s of Anal sis:- 19-0J-2_0_2__ -----
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Ev· o O-0J-2024 

Jor.rnent l c 
Sample Quantity · 1 Ltr 

I s. I 

a ondtion ·- T 
.-

Parameter 1 

• emp. 25± 2 °c Humidity 55 ± 15 % 

No. 
p 

Results 

rotocoJ Used ' 

j 

Results I IS: 10500:2012 
I Unlt 

! 
(Second Revision) RA- 2018 

Desirable I Max. Permissible 

, 
I 

limit limit (in absence 

I I 

I 12 I 

better alternate 

Iron APHA 3500-Fe B,2017 23rd 

~ourcP.) 

j 13 

Edition 2017 
0.05 

1.0 
1.0 

mg/L 

Sulphate APHA 4500 E 23rd Edition 

2017 
35 

200 
400 

mg!L 

14 
Fluoride ( as F) APHA 4500-F D,C2017 23rd 

1.5 
mg!L 

15 

Edition 2017 
0.29 

1.0 

' 
Nitrate (as N03) APHA 4500-NO3-D:2017 23rd 

j 

j 

45 
No relaxation mg/L 

Edition 2017 
2.18 

Remarks:-

j 

The Parameter TeSted at Sr.No 12-15 as per requirementofIS:10500:2012 second Revision (RA2018). 

I 

j 

I 

Note 
s: 

• The results given above are related to the sample as received and tested in PHED Lab, Fatehabad Reliability of sample lies 

with the sender. 

The test report can't be regenerated/re-produced in whole or in part without written permission of Laboratory. 

The test report can't be used for any publicity or any legal purpose. 

The test samples meant for chemical analysis will be disposed off after 15 days from the date of issue of test report unless 

until specifically requested by the customer for retaining over a longer period. 
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